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Any electrical installation should be done
by a qualified installer in accordance with
applicable codes.

For illustration purposes only.

This configuration allows using
a 24-volt thermostat on

older forced-air units with no
control board.
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This allows utilization

Terminal of a bypass valve in a
Transformer 2t0 G furnace with no
| terminal strip.
Thermostat 3-Way — Terminal 1 to C
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